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Report Summary
Report Summary

Roof
Page 5 Item: 1 Roof Condition • missing shingles

• There is evidence of ponding in areas on this roof. This
should be evaluated further and corrected before further
damage from excess weight and water intrusion occur.
• There is moss present on the shingles. This will lead to
premature deterioration of the roofing materials. The presence
of moss is also an indication of improper ventilation in the attic
space below. We recommend further evaluation by a qualified
contractor.
• recommend remove debris
• tree touching roof
• lifting at seams

Page 6 Item: 2 Drainage, Gutters
and Downspouts

• The gutters are restricted by debris. If the water runoff from
the roof is not allowed to drain freely and properly through the
gutter system, a backup of water will occur and can make its
way under the roofing materials and into the house.
• Loose connections in the gutter or downspout materials will
allow water to leak out and possibly create a water intrusion
somewhere in the home. Recommend refastening and sealing
the connections as a maintenance item.
• Downspouts discharging next to the house which will lead to
water penetration and hydrostatic pressure on the foundation
wall. Eventually this will lto foundation wall horizontal crack
and eventually  collapse. Recommended to extend the
downspouts at least 6' away from the house and must be
sloped at least 6" for the 1st 6'.

Page 8 Item: 3 Chimneys,
Skylights,
Penetrations, and
Flashings

• The mortar cap or chimney crown on top of the chimney is
cracked. This condition allows water inside the chimney
structure and possibly causing structural damage.
• Several slashing at penetrations and several valley flashings
were repaired/treated with tar, it appears a poor temporary fix,
the inspector can not testify to the efficiency of these repairs
• One or more vent flashing shoes have holes or cracks

Exterior and Grounds
Page 11 Item: 1 Doors, Windows,

Decks, Stoops,
Steps, Stairs,
Porches, Railings,
Eaves, Soffits

• drainage at the basement door seems to be clogged, there
is evidence of water accumulation at the bottom of the stair
well (sump pump is present)
• Window wells are filled with debris. There should be at least
6" clearance between window sill and ground. These are
potential moisture intrusion areas.We recommend clearing the
window wells and using a hard plastic covers.

Definition
Sheet metal or other material used to line a valley in a roof to direct rainwater down into the gutter system.
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Page 12 Item: 2 Exterior Grading • There are signs of poor drainage on the property. The most
damaging result of poor drainage is the backflow of water
toward the foundation and eventually water intrusion. There
are many options available such as swales added to the
landscaping, or underground drain piping to name a couple.
We recommend contacting a licensed contractor to evaluate
the condition and provide options that will fit your needs.
• The grade in the front and side yard  appears to slope
toward the house. This condition will will cause water to drain
toward the foundation leading to moisture intrusion issues.

Page 12 Item: 3 Siding/ Covering
Penetrations

• Noted evidence of rot wood siding in several areas

Page 13 Item: 4 Vegetation • Tree is covering and touching part of the roof, this will lead to
damaging roof shingles and roof structure potential failure.
• shrubs and plants against the house will lead to moisture
intrusion.

Basement, Foundation, Crawlspace and Structure
Page 14 Item: 1 Basement,

Foundation,
Crawlspace and
Structure

• The foundation wall appears to be bulging. There is
evidence of improper drainage outside in this area and the
wet soil is pushing the wall inward. A horizontal crack bellow
the window is starting to develop. We recommend having a
licensed contractor evaluate ASAP and provide repair options
for both the wall bowing and the drainage outside.

Page 14 Item: 2 Moisture Intrusion • There appears to be moisture present in the exterior walls.
We recommend having a licensed contractor evaluate this
condition and provide repair options.
• There is evidence of organic growth on the ceiling tiles

Attic, Ventilation and Insulation
Page 16 Item: 3 Sheathing • Noted damaged roof sheathing in some areas
Moisture, Humidity and Temperature
Page 19 Item: 1 Moisture Intrusion • There is evidence of moisture intrusion in the Master

bedroom; in front of the bathroom entrance. Moisture meter
reading at the time of the inspection was 99% at the ceiling
and 54% at the wall
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Ratings and how to view this report
This report uses a check box style ratings system with narratives to describe the mold or mold
conducive conditions that exist in your home. We try whenever possible to include a narrative and
photograph of an item. There are many systems in a home that if functioning properly do not warrant
the use of a narrative which is why we use this ratings system. You as the homeowner can view this
report and be sure that a system has been inspected, and opinion given on its condition.

The following is an explanation of our ratings system:

NVEP: There is no visible evidence of mold related issues present. This does not mean that the item
or system is defect free, it is just out of the confines of this report

VEP: There is visible evidence of a mold condition or a condition conducive to mold growth. This
rating is also given to items that should require monitoring in the future, or where you may want to
consider an upgrade to the current item or system.

SAM: Approved sample collected. Items with this rating have had samples taken from it that have
been authorized by the owner or the inspector for laboratory submission.

NSAM: Unapproved sample collected. This rating is given to items or systems that are suspect and
had a sample removed at the inspectors option. The sample can be submitted to the laboratory but
an extra fee is usually involved.

EXCL: This item or system was excluded from the inspection.
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Introduction

We would like to take this time to thank you for allowing us to perform this complete mold inspection
for you. Please utilize this report along with the data from the laboratory samples obtained to confirm
the presence of mold in your home. If after you have read the entire report you have questions,
please feel free to call us so we can review your report and answer any questions that you may
have.

This report will contain defects that pertain to mold growth, moisture intrusion, and any conditions
that may exist that promote the development of mold. The inspector may point out general, or safety
related defects to you during the inspection should they exist but they are beyond the scope of this
report. The Complete Mold Inspection which in many ways mimics a typical Home Inspection is
meant to be a supplement to the Home Inspection or Property Disclosure Statement.

IAC2 Purpose and Scope

The International Association of Certified Air Consultants (IAC2) has published a Standard of
Procedures which outlines the methods used in a mold inspection. This firm strives to perform all
inspections in strict compliance with those standards. You will find the IAC2 standards as the
heading for each section of the report. This is done to help you the client to understand what is
inspected and why it is inspected.

This particular inspection while not considered to be invasive, allows for the inspector to move stored
items and materials within reason as the inspector deems necessary. The inspector is not required to
enter into any area of the home that in the opinion of the inspector is unsafe or likely to be
dangerous. Keeping this in mind, it is the intention of the inspector to attempt to do what is necessary
to perform the intended inspection without endangering the health or well-being of the inspector.

The inspector would like to inform the client that he is not trained or qualified to perform mold
remediation, architectural or engineering services. Any opinions given in this report are based on
individual experience and are just that.
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Roof 

1. Roof Condition
NVEP VEP SAM NASA

M
EXCL.

X

Materials: asphalt shingles
Observations:
• missing shingles
• There is evidence of ponding in areas on this roof. This should be
evaluated further and corrected before further damage from excess weight
and water intrusion occur.
• There is moss present on the shingles. This will lead to premature
deterioration of the roofing materials. The presence of moss is also an
indication of improper ventilation in the attic space below. We recommend
further evaluation by a qualified contractor.
• recommend remove debris
• tree touching roof
• lifting at seams
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2. Drainage, Gutters and Downspouts
NVEP VEP SAM NASA

M
EXCL.

X

Observations:
• The gutters are restricted by debris. If the water runoff from the roof is not
allowed to drain freely and properly through the gutter system, a backup of
water will occur and can make its way under the roofing materials and into
the house.
• Loose connections in the gutter or downspout materials will allow water to
leak out and possibly create a water intrusion somewhere in the home.
Recommend refastening and sealing the connections as a maintenance item.
• Downspouts discharging next to the house which will lead to water
penetration and hydrostatic pressure on the foundation wall. Eventually this
will lto foundation wall horizontal crack and eventually  collapse.
Recommended to extend the downspouts at least 6' away from the house
and must be sloped at least 6" for the 1st 6'.
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3. Chimneys, Skylights, Penetrations, and Flashings
NVEP VEP SAM NASA

M
EXCL.

Observations:
• Could not fully inspect the chimney due to covering on the chimney.
• The mortar cap or chimney crown on top of the chimney is cracked. This
condition allows water inside the chimney structure and possibly causing
structural damage.
• Several slashing at penetrations and several valley flashings were
repaired/treated with tar, it appears a poor temporary fix, the inspector can
not testify to the efficiency of these repairs
• One or more vent flashing shoes have holes or cracks

Definition
Sheet metal or other material used to line a valley in a roof to direct rainwater down into the gutter system.
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Exterior and Grounds 

1. Doors, Windows, Decks, Stoops, Steps, Stairs, Porches, Railings, Eaves, Soffits
NVEP VEP SAM NASA

M
EXCL.

Observations:
• drainage at the basement door seems to be clogged, there is evidence of
water accumulation at the bottom of the stair well (sump pump is present)
• Window wells are filled with debris. There should be at least 6" clearance
between window sill and ground. These are potential moisture intrusion
areas.We recommend clearing the window wells and using a hard plastic
covers.

2. Exterior Grading
NVEP VEP SAM NASA

M
EXCL.

X

Observations:
• There are signs of poor drainage on the property. The most damaging
result of poor drainage is the backflow of water toward the foundation and
eventually water intrusion. There are many options available such as swales
added to the landscaping, or underground drain piping to name a couple. We
recommend contacting a licensed contractor to evaluate the condition and
provide options that will fit your needs.
• The grade in the front and side yard  appears to slope toward the house.
This condition will will cause water to drain toward the foundation leading to
moisture intrusion issues.
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3. Siding/ Covering Penetrations
NVEP VEP SAM NASA

M
EXCL.

X

Observations:
• Noted evidence of rot wood siding in several areas
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4. Vegetation
NVEP VEP SAM NASA

M
EXCL.

X

Materials:
• Trees

• shrubs
Observations:
• Tree is covering and touching part of the roof, this will lead to damaging
roof shingles and roof structure potential failure.
• shrubs and plants against the house will lead to moisture intrusion.
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Basement, Foundation, Crawlspace and Structure 

1. Basement, Foundation, Crawlspace and Structure
NVEP VEP SAM NASA

M
EXCL.

Observations:
• The foundation wall appears to be bulging. There is evidence of improper
drainage outside in this area and the wet soil is pushing the wall inward. A
horizontal crack bellow the window is starting to develop. We recommend
having a licensed contractor evaluate ASAP and provide repair options for
both the wall bowing and the drainage outside.

2. Moisture Intrusion
NVEP VEP SAM NASA

M
EXCL.

X

Observations:
• There appears to be moisture present in the exterior walls. We recommend
having a licensed contractor evaluate this condition and provide repair
options.
• There is evidence of organic growth on the ceiling tiles
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Attic, Ventilation and Insulation 

1. Ventilation of Attic
NVEP VEP SAM NASA

M
EXCL.

X

Observations:
• There are gable vents present.
• wide spacing between the gable louvers, we recommend installing a screen
to prevent vermin and other object from entering the attic

2. Framing
NVEP VEP SAM NASA

M
EXCL.

X

Observations:
• Rafter and joist construction

3. Sheathing
NVEP VEP SAM NASA

M
EXCL.

X

Observations:
• Noted damaged roof sheathing in some areas
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Interior 

1. Walls, Ceilings, Floors, Doors and Windows
NVEP VEP SAM NASA

M
EXCL.

X

Observations:
• There is evidence of water penetration in the family room , tested dry at 
the time of the inspection
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Moisture, Humidity and Temperature 

1. Moisture Intrusion
NVEP VEP SAM NASA

M
EXCL.

Observations:
• There is evidence of moisture intrusion in the Master bedroom; in front of
the bathroom entrance. Moisture meter reading at the time of the inspection
was 99% at the ceiling and 54% at the wall

2. Room Humidity
NVEP VEP SAM NASA

M
EXCL.

3. Exterior Humidity
NVEP VEP SAM NASA

M
EXCL.
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Glossary
Glossary

Term Definition

Valley Flashing Sheet metal or other material used to line a valley in a roof to
direct rainwater down into the gutter system.
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NEXTDAY INSPECT 

46179 WESTLAKE DR UNIT 200 

STERLING,  VA  20165 

Certificate of Mold Analysis 
Prepared for: 

Phone Number: 

Fax Number: 

Project Name: 

Test Location: 

Chain of Custody #: 

Received Date: 

Report Date: 

NEXTDAY INSPECT 

(703) 628-9343

SFD 

10 Main St, 

Anywhere, MD 20904   

1178242 

October 16, 2018 

October 17, 2018 

_________________________________ ___________________________________
      Elena Santiago, Technical Manager       Olmedo Ferrer, Quality Control Manager 
_________________________________________________________________________________ 

Currently there are no Federal regulations for evaluating potential health effects of fungal contamination 
and remediation. This information is subject to change as more information regarding fungal contaminants 
becomes available. For more information visit http://www.epa.gov/mold or 
www.nyc.gov/html/doh/html/epi/mold.shtml. This document was designed to follow currently known 
industry guidelines for the interpretation of microbial sampling, analysis, and remediation. Since 
interpretation of mold analysis reports is a scientific work in progress, it may as such be changed at any 
time without notice. The client is solely responsible for the use or interpretation. PRO-LAB/SSPTM Inc. 
makes no express or implied warranties as to health of a property from only the samples sent to their 
laboratory for analysis. The Client is hereby notified that due to the subjective nature of fungal analysis 
and the mold growth process, laboratory samples can and do change over time relative to the originally 
sampled material. PRO-LAB/SSPTM Inc. reserves the right to properly dispose of all samples after the 
testing of such samples are sufficiently completed or after a 7 day period, whichever is greater. 

For more information please contact PRO-LAB at (954) 384-4446 or email info@prolabinc.com 
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Prepared for :  NEXTDAY INSPECT Test Address : SFD 

10 Main St, 
Anywhere, MD 20904 

IDENTIFICATION 
Raw 

Count 
Spores 
per m3 

Percent 
of Total 

Raw 
Count 

Spores 
per m3 

Percent 
of Total 

Raw 
Count 

Spores 
per m3 

Percent 
of Total 

Raw 
Count 

Spores 
per m3 

Percent 
of Total 

Cladosporium 85 570 23 

Epicoccum 2 13 1 

Ganoderma 2 13 1 

Other Ascospores 178 1,200 49 

Other Basidiospores 8 53 <1 59 390 16 

Penicillium/Aspergillus 15,000 100,000 100 

Smuts, myxomycetes 4 27 <1 38 250 10 

Spegazzinia 2 13 1 
0 

 

ANALYSIS METHOD Spore trap analysis Spore trap analysis INTENTIONALLY BLANK INTENTIONALLY BLANK 

LOCATION INSIDE BASEMENT OUTSIDE FRONTYARD 

COC / LINE # 1178242-1 1178242-2 

SAMPLE TYPE & VOLUME Z5 - 150L Z5 - 150L 

SERIAL NUMBER Q645211 Q645155 

COLLECTION DATE Oct 12, 2018 Oct 12, 2018 

ANALYSIS DATE Oct 17, 2018 Oct 17, 2018 

CONCLUSION ELEVATED CONTROL 

TOTAL SPORES 15,012 100,080 100 366 2,449 100 

MINIMUM DETECTION LIMIT* 1 7 1 7 

BACKGROUND DEBRIS Light Light 

Cellulose Fiber 2 13 2 13 

Fiberglass 1 7 

OBSERVATIONS & COMMENTS Pen/asp Spores too numerous to 
count. Number is estimated.  

Background debris qualitatively estimates the amount of particles that are not pollen or spores and directly affects the accuracy of the spore counts.  The categories of Light, Moderate, Heavy and Too Heavy for 
Accurate Count, are used to indicate the amount of deposited debris. Light (None to up to 25% obstruction); Medium (26% to up to 75% obstruction); Heavy (76% to up to 90% obstruction); Too Heavy (Greater than 
90% obstruction). Increasing amounts of debris will obscure small spores and can prevent spores from impacting onto the slide. The actual number of spores present in the sample is likely higher than reported if the 
debris estimate is ‘Heavy’ or ‘Too Heavy for Accurate Count’.  All calculations are rounded to two significant figures and therefore, the total percentage of spore numbers may not equal 100%. The effect of the results 
relate only to the items tested.  

* Minimum Detection Limit. Based on the volume of air sampled, this is the lowest number of spores that can be detected and is an estimate of the lowest concentration of spores that can be read in the sample. 
NA = Not Applicable.

Spores that were observed from the samples submitted are listed on this report.  If a spore is not listed on this report it was not observed in the samples submitted. 

Interpretation Guidelines: A determination is added to the report to help users interpret the mold analysis results. A mold report is only one aspect of an indoor air quality investigation. The most important aspect of 
mold growth in a living space is the availability of water. Without a source of water, mold generally will not become a problem in buildings. These determinations are in no way meant to imply any health outcomes or 
financial decisions based solely on this report. For questions relating to medical conditions you should consult an occupational or environmental health physician or professional. 
CONTROL is a baseline sample showing what the spore count and diversity is at the time of sampling. The control sample(s) is usually collected outside of the structure being tested and used to determine if this 
sample(s) is similar in diversity and abundance to the inside sample(s). 
ELEVATED means that the amount and/or diversity of spores, as compared to the control sample(s), and other samples in our database, are higher than expected. This can indicate that fungi have grown because of a 
water leak or water intrusion. Fungi that are considered to be indicators of water damage include, but are not limited to: Chaetomium, Fusarium, Memnoniella, Stachybotrys, Scopulariopsis,  Ulocladium. 
NOT ELEVATED means that the amount and/or the diversity of spores, as compared to the control sample and other samples in our database, are lower than expected and may indicate no problematic fungal growth. 
UNUSUAL means that the presence of current or former growth was observed in the analyzed sample. An abundance of spores are present, and/or growth structures including hyphae and/or fruiting bodies are present 
and associated with one or more of the types of mold/fungi identified in the analyzed sample. 
NORMAL means that no presence of current or former growth was observed in the analyzed sample. If spores are recorded they are normally what is in the air and have settled on the surface(s) tested.
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 Chain of Custody # 1178242 
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Identification Outdoor Habitat Indoor Habitat Possible Allergic Potential 
Not an opinion or interpretation 

Comments 

Cladosporium 

The most common spore type 
reported in the air worldwide. 
Found on dead and dying plant 
litter, and soil. 

Commonly found on wood and 
wallboard. Commonly grows on 
window sills, textiles and foods. 

Type I (hay fever and asthma), 
Type III (hypersensitivity 
pneumonitis) allergies. 

A very common and important allergen source 
both outdoors and indoors. 

Epicoccum 
Commonly found everywhere. 
Grows on plant debris, insects 
and soil. 

Capable of growing on several 
different substrates, notably 
wallboard and paper. 

Type I (hay fever and asthma) 
allergies. 

Very common in the summer, especially in the 
midwest and during harvest time. 

Ganoderma 
Common everywhere growing 
on hardwood trees. 

None known. None known.  

Ascospores 

Common everywhere. 
Constitutes a large part of the 
airspora outside. Can reach 
very high numbers in the air 
outside during the spring and 
summer. Can increase in 
numbers during and after 
rainfalls. 

Very few of this group grow 
inside. The notable exception is 
Chaetomium, Ascotricha and 
Peziza. 

Little known for most of this group of 
fungi. Dependent on the type (see 
Chaetomium and Ascotricha). 

 

Basidiospores 

Commonly found everywhere, 
especially in the late summer 
and fall. These spores are from 
Mushrooms. 

Mushrooms are not normally 
found growing indoors, but can 
grow on wet lumber, especially in 
crawlspaces. Sometimes 
mushrooms can be seen growing 
in flower pots indoors. 

Some allergenicity reported. Type I 
(hay fever, asthma) and Type III 
(hypersensitivity pneumonitis). 

Among the group of Mushrooms 
(Basidiomycetes) are dry rot fungi Serpula 
and Poria that are particularly destructive to 
buildings. 

Penicillium/Aspergillus 

Common everywhere. Normally 
found in the air in small amounts 
in outdoor air. Grows on nearly 
everything. 

Wetted wallboard, wood, food, 
leather, etc. Able to grow on 
many substrates indoors. 

Type I (hay fever and asthma) 
allergies and Type III 
(hypersensitivity pneumonitis) 
allergies. 

This is a combination group of Penicillium and 
Aspergillus and is used when only the spores 
are seen. The spores are so similar that they 
cannot be reliably separated into their 
respective genera. 

Smuts, myxomycetes 
Commonly found everywhere, 
espcially on logs, grasses and 
weeds. 

Smuts don`t normally grow 
indoors, but can occasionally be 
found on things brought from 
outside and stored in the house. 
Myxomycetes can occasionally 
grow indoors, but need lots of 
water to be established. 

Type I (hay fever and asthma) 
allergies. 

Smuts and myxomycetes are a combined 
group of organisms because their spores look 
so similar and cannot be reliably distinquished 
from each other. 

Spegazzinia 
Not commonly observed, but 
widely distributed. 

Not known to grow indoors. None known. 
Frequently seen especially in southern United 
States. 
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